STRUCTURAL NOTES:
1. MINIMUM CONC. STRENGTH AT 28 DAYS:

fc'=4000 PSI (TYPE Il CEMENT)

2. REINFORCING STEEL TO COMPLY WITH ASTM A-615
HAVING A MINIMUM YIELD STRENTGH fy=60 KSI

3. WET WELL COATING OR LINER, AS SELECTED BY
ENGINEER OF RECORD WITH MD—-WASD APPROVAL.
SUBMIT SHOP DRAWINGS OF COATING OR LINER FOR
REVIEW, INCLUDING LINER WELDING DETAILS, JOINT
DETAILS, PIPE CLAMP AND FASTENER DETAILS,
INFLUENT PIPE AND OTHER WALL PENETRATION
DETAILS, AS APPLICABLE.
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